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1. ONE HUNDRED PERCENT AIR CONDIT IONING AND POWER HOUSE DESIGN
AND CHANGES NOW COMPLETED AS OUTLINED IN REF A. LATEST ESTIMATES ARE
25X1A -

ANYUAY, SO COMBINED PROJECT IS wITHIN Fuwps. [EEEEAYS DRavInes =>4

MuST BE APPROVED BY FRIDAY 26 MAY SO HE CAN ADVERTISE FOR THIRTY DAYSp /7
25X1A aND sieN conNTRacT PRIOR 1 JULY. BB vILL NOT APPROVE DRAWINGS
WITHOUT HQS CONCURRENCE. AT THIS THIS POINT, NO MAJ(R DESIGN CHANGE

ARE POSSIBLE, ALTHOUGH MINOR CHANGES CAN BE MADE AND ARE PLANNED

,’.rﬂ“;/vz‘
/1 }T{%/}TB:C_

DURING ND AFTER ADVERT ISING. ALTHOUGH MINOR IMPROVEMENTS CAN AND ¢/ACa
25X1A wILL BE MADE,|JJJNBB 1S SAT ISFIED THAT BOTH DESIGNS ARE AD,@{QUATE. 3| ¢ m/
SEVERAL ALTERNATIVES ARE AVAILABLE: ¢ /UE
A. APPROVE DESIGN AS IS AND MAKE MINOR IMPROVEMENTS LATER.
B. CANCEL ONE OR BOITH PROJECTS FOR FY-67 AND MAKE FUNDS VCENTRJ
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AVAILABLE IN FY-68 TO PROVIDE MORE TIME TO REFINE DESIGN.
25X1A 2, SINCE[ MM cLoSER TO SCENE, WILL ATTEMPT ANSWER REF B:

A. SELECTION OF TWO 182 TON CHILLERS: A&E CAL CULATED PROJECTED
HEAT LOAD OF 91 TONS AND SOUGHT TO GIVE 168 PERCENT BACKUP TO THIS
LOAD. SINCE ACTUAL LOAD IS ABOUT 78-8@ TONS AND CRIT ICAL LOAD
. IS WHICH MUST HAVE BACKUP IS 45-50 TONS, A&E DIRECTED TO
SPECIFY TWO CHILLERS WITH SPACE FOR THIRD, AS OUTLINED REF A.

B. 7,500 CFM AIR HANDLER FOR SCREEN ROOM: WHEN A& E CALCULATED
HEAT LOAD FOR THIS SPACE, INCLUDED DISC FILE HEAT EXCHANGER LOAD AS
PART OF AHU-3 LOAD, THUS SIZING IT ABOUT 25 PERCENT TOO LARGE.
HOWEVER, MEASIREMENT S OF SCREEN ROOM AIR FLOW SUGGEST THAT BLOWER
MUST BE DESIGNED TO OVERCOME HIGH STATIC FRESSURE. PRESENT AIR
HANDLER IS DISIGNED TO PUT APPROX 6,888 CFM SUPPLY AIR INTO ROOM AT
6% DEGREES. MEASURMENTS INDICATE THAT 2,508 CFM GETT ING INTO ROOM
AT 50 DEGREES. ASSUME THAT HIGH PRESSURE DROP THROUGH WAVE GUIDES
ACCOUNTS FOR DIFFERENCES, SINCE TEMP OF SUPPLY AIR IN NEW SYSTEM
WOULD BE 59 DEGREES, 6,088 CFM IS REQUIRED.

C. 19,228 CFM AHU-4 FOR CRYPTO AREA: A&E PROVIDED FOR APPROX
25 PERCENT EXPANSION OF LOAD.

D. USE OF CONTINUOUS DIFFUSER RATHER THAN IMPROVING DUCTWORK:

 SECRET

——

Approved For Release 2000/06/14 : CIA-RDP78-06505A000500040081-9




25X1A

25X1A

25X1A
25X1A

25X1A

Appraved For Release 2000706/14 : CIA-RDP78-06505A000500040081-9

PA GF. 3_7811 SECRET SECRET
ASE DESIGNED UNDER RESTRICT ION THAT THE AMOUNT OF TIME UNCLEARED
PERSONNEL WERE REQUIRED TO BE IN AREA MUST BE KEPT TO ABSOL UTE
MUNIMUM AND FELT THIS PRECLUDED EXTENSIVE DUCTQYRK CHANGES.
E. 30 PERCENT REVIEW: AQE NOT GIVEN PROJECT UNTIL 15 APRIL
AND PRE-F INAL DRAWINGS REQUIRED 1 MAY.
Fo A& REP SAYS THAT ALTHOUGH PRESENT DESIGN WAS NOT SPECIFIED
DURING VISIT | /L. CONCEPTS WERE DISCUSSED AS POSSIBLE
AND PRACTICAL SOLUTIONS. -APPROVED ALL DESIGN. 25X1A
3. BB AND AGE QUERIED PER REF C TRAVELING CRANE WOULD COST
APPROX $1@:@”@m. B /"D AE BOTH FEEL CRANE NOT ESSENTIAL. 500
KVA TRANSFORMERS BANK WOULD COST_I:‘_?E TRANSFORMERS (EST.
s2o/kva> avof I For Extra cabLe To simoneEaR. vsTaLLaTION ¢

e £ e et ettt

25X1A

COST INCLUDED IN CONTRACT SINCE CALLS FOR RELOCATION OF EXISTING
3P0KVA BANK. 13.8KV/277-482V TRANSFORMERS FROVIDE 3@@KVA CAPACITY.
4. ONLY SIGNIFICANI CHANGE TO DESIGN CONTEMPLATED AT THIS TIME
IS TO ELIMINATE AHU-3 FOR SCREEN ROOM, PUT BOOSTER BLOWER IN DUCT
FROM MAIN SUPPLY AIR DUCT IN HALLWAY TO SCREEN ROOM AND INCREASE
SIZE O}‘.T AHU-1 TO 15,009 CFM. THIS WOULD ALLOW SCREEN ROOM TO BE
SUPPLIED FR®M EITHER FRONT OR REAR AIR HANDLER,AND COMPENSATE FOR
WAVE GUIDE PRESSURE DROPS WITHOUT HAVING TO OVERSIZE AIR HANf)LIER;
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ENLARGING AHU-1 WOULD GIVE IT GREATER CAPABILITY TO BACK UP AHU-4.
IN VIEW OF PRECUL IAR SCREEN ROON FROBLEMS, A&E AND -LI‘<1: THIS 25X1A
SCHEME. SINCE THIS WOULD PROBABLY SAVE MONEY, WOULD NOT BE
DIFFICULT CHANGE TO MAKE DURING OR AFTER ADVERT ISEMENT.
5. THIS caBLE NOT coorD INATED wITH|J il viL conrer on aBOVE25x1A
MATTERS UPON HIS ARRIVAL.
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